BARE CU, IN CONDUIT FROM GROUND GIRDLE
TO ABOVE GROUND PIPING. PROVIDE
MECHANICAL CONNECTION AT PIPING. SIZE
GROUND CONDUCTOR & CONDUIT AS REQUIRED.

WIRING, IN CONDUIT FROM PROBE
TO TRANSMITTER, WIRING
PROVIDED WMITH PROBE.
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BARE CU, IN CONDUIT

TO GENERATOR NEUTRAL
BUS. GROUND GENERATOR
AS "SEPARATELY DERIVED
SYSTEM” IN ACCORDANCE
WITH NEC.

PROVIDE GROUND
TEST WELL (TYP)_—\\\\

SEE DETAIL PS—009

BARE CU., IN CONDUIT— |
FROM ECB NEUTRAL

BUS TO GROUND ROD/

BARE CU, IN CONDUIT.
BOND EQUIPMENT RACK
TO GROUND ROD

ELECTRICAL
EQUIPMENT RACK

SERVICE METER /

CONDUIT/WIRING FROM CONTROL PANELJ ~
TO EQUIPMENT IN WETWELL.
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BARE CU, IN CONDUIT FROM POLE GROUND
LUG TO GROUND ROD. SEE LIGHT POLE BASE
DETAIL PS—-008

LIGHT POLE W/ 78 WATT LED FIXTURE
RAB FXLED 78 SFN/PCS

TO PUMP CONTROL CABINET

BARE CU GROUND GIRDLE BURIED
2'—0" BELOW GRADE, 2'-0" FROM FENCE.

BARE CU, IN CONDUIT, BOND TO
TO FENCE POST, TYP.

NORTH CHARLESTON
SEWER DISTRICT

\J

TYPICAL PUMP STATION ELECTRICAL SITE PLAN 2 s o e cansr .

PH: (843) 764-3072  FAX: (B43) 764—2655

ARRANGEMENT MAY VARY DUE TO SITE CONDITIONS
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